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KEY PLAN - NOT TO SCALE

FLOOR PLAN GENERAL NOTES

A. NOT ALL KEYED NOTES USED ON EACH SHEET

B.  ADDITIONAL GC WORK ON AQ SHEETS

C.  CONTRACTOR TO FIELD VERIFY EXISTING FINISH FLOOR
ELEVATIONS.  ELEVATIONS NOTED ON DRAWINGS ARE
APPROXIMATE.  NEW FINISH FLOOR ELEVATIONS SHOULD
MATCH EXISTING.

D. ALL TOILET ROOMS WITH FLOOR DRAINS TO HAVE 1"
SLAB DEPRESSION PER STRUCTURAL DETAIL AND PER
OUTLINE.  SLOPE TOPPING TO DRAIN.  EDGE OF FILLED
SLAB TO MATCH ADJACENT.

E. AT ALL RATED PARTITIONS TERMINATING AT EXTERIOR
WALLS, RATED ASSEMBLY SHALL BE CONTINUOUS TO BACK
FACE OF EXTERIOR SHEATHING
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F3

Third Floor ICU Floor Plan - Area 2

KEYED NOTES - PLAN
1 CRYOGEN RELIEF. SEE MECHANICAL

2 ALIGN

3 NOT USED

4 MECHANICAL SHAFT ABOVE

5 NEW MECHANICAL UNIT (SEE MECH)

7 WINDOW FILM TO 7'-0" AFF

9 2 HR FIRE RATED SHAFTWALL

10 EXPANSION JOINT

11 BORROWLITE ABOVE.  SEE KEYED
DETAILS A3,A4/AE611

12 INFILL EXISTING WINDOW OPENING

13 CONCRETE SLAB ON GRADE

14 INTEGRAL BLIND UNIT MOUNTED TO
INTERIOR OF CURTAIN WALL

15 EXISTING GALVANIZED STEEL GRATING
TO REMAIN

16 APPLY GYP. BD. TO EXISTING FRAMING

17 EXTEND EXISTING KICKER STRUCTURE
TO PERPENDICULAR WALL

18 STEEL GRATING

19 LIMIT OF DEPRESSED STRUCTURAL SLAB

20 EXISTING TO REMAIN

21 PATCH EXISTING GYP BD AT AREA OF
PARTITION DEMOLITION

22 PROTECT EXISTING ROOFING SYSTEM

23 MRI FENCE

24 DEPRESSED SLAB PER STRUCTURAL,
FOR GROUT FILL SLOPE TO FLOOR DRAIN

25 AREA OF DEPRESSED SLAB.  INFILL
DEPRESSED SLAB WITH NON-SHRINKING
SELF-LEVELING OVERLAYMENT,
SEPARATED FROM STRUCTURAL SLAB BY
FORMBREAK MATERIAL.  PROVIDE
ISOLATION JOINT AT EDGES.  INFILL OF
DEPRESSED AREA SHOULD PROVIDE A
HARD, LEVEL WEAR SURFACE TO MATCH
LEVEL AND FINISH OF SURROUNDING
SLAB

26 FLOAT FLOOR AS NECESSARY TO SLOPE
FLOOR TO DRAIN

EXPANSION JOINT
SUBSCRIPT LEGEND

A - FLOOR TO FLOOR
B - FLOOR TO WALL
C - WALL TO WALL
D - CEILING TO CEILING
E - CEILING TO WALL

1

No. Date Revisions

1 1/14/15 Amendment #4

2 2/9/15 Amendment #6


